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(c) Observers at formal investigations
and demonstrations. No one shall be
present during any part of the formal
investigation conducted by MSHA
which leads to approval for permissibil-
ity except the necessary Government
personnel, representatives of the appli-
cant, and such other persons as may be
mutually agreed upon by the applicant
and MSHA. Upon granting approval for
permissibility, MSHA will announce
that such approval has been granted to
the device and may thereafter conduct,
from time to time in its discretion,
public demonstrations of the tests con-
ducted on the approved device. Those
who attend any part of the investiga-
tion, or any public demonstration,
shall be present solely as observers; the
conduct of the investigation and of any
public demonstration shall be con-
trolled by MSHA. Results of chemical
analyses of material and all informa-
tion contained of material and all in-
formation contained in the drawings,
specifications, and instructions shall
be deemed confidential and their dis-
closure will be appropriately safe-
guarded by MSHA.

(d) Permissibility tests will not be
made unless the lamp is complete and
in a form that can be marketed.

(e) The results of the tests shall be
regarded as confidential by all present
at the tests and shall not be made pub-
lic in any way prior to the formal ap-
proval of the lamp by MSHA.

(f) No verbal report of approval or
disapproval will be made to the appli-
cant. Approval will be made only in
writing by MSHA. The applicant shall
not be free to advertise the lamp as
being permissible, or as having passed
the tests, prior to receipt of formal no-
tice of approval.

[Sched. 10C, May 17, 1938, as amended by
Supp. 1, 20 FR 2719, Apr. 23, 1955; 43 FR 12314,
Mar. 24, 1978; 60 FR 35693, July, 11, 1995]

§ 20.6 General requirements.

(a) The lamps shall be durable in con-
struction, practical in operation, and
suitable for the service for which they
are designed and approved.

(b) The intensity of light, distribu-
tion of light, and battery capacity
shall be adequate for the use for which
the lamp is intended.

(c) Battery terminals and leads
therefrom, as well as the battery gas
vents, shall be designed to minimize
corrosion of the electrical contacts.

(d) Bulbs and other replacement
parts of the lamps shall be adequately
marked as a means of identification.

§ 20.7 Specific requirements.
Two general classes of electric lamps

are recognized in these requirements,
namely: Class 1, those that are self-
contained and easily carried by hand,
and class 2, those that may or may not
be self-contained and not so readily
portable as the first class.

(a) Class 1. Class 1 includes hand
lamps, signal lamps, inspection lamps,
flashlights, and animal lamps which
are operated by small storage batteries
or dry cells.

(b) Class 2. Class 2 includes lamps
such as the pneumatic-electric types
and large battery lamps.

§ 20.8 Class 1 lamps.
(a) Protection against explosion haz-

ards. Unless properly designed, class 1
lamps present two sources of probable
explosion hazards: Ignition of an explo-
sive atmosphere by the heated filament
of the bulb in case the bulb glass is ac-
cidentally broken, and ignition by elec-
tric sparks or arcs from the battery or
connections thereto. MSHA’s therefore,
requires the following safeguards:

(1) Safety device or design. The light-
ing unit shall have a safety device to
prevent the ignition of explosive mix-
tures of methane and air if the bulb
glass surrounding the filament is bro-
ken. Alternatively, if the lamp is de-
signed and constructed of materials
that will prevent the ignition of explo-
sive mixtures of methane and air by
protecting the bulb from breakage and
preventing exposure of the hot fila-
ment, no separate safety device is re-
quired. Alternative designs will be
evaluated by mechanical impact tests,
temperature tests and thermal shock
tests to determine that the protection
provided is no less effective than a
safety device.

(2) Safety device (protection). The de-
sign of the safety device and the hous-
ing which protects it shall be such that
the action of the safety device is posi-
tive; yet the lamp shall not be too
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